
CULTEC RECHARGER 330XLHD CHAMBER SYSTEM
UNPAVED TRAFFIC APPLICATION
TYPICAL CROSS SECTION DETAIL

Cultec 330 XLHD Recharger System

GENERAL NOTES

CULTEC, Inc.
P.O. Box 280
878 Federal Road
Brookfield, CT 06804 USA

CULTEC Contactor® and Recharger®TM

CULTEC
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RECHARGER 330XLHD BY CULTEC, INC. OF BROOKFIELD, CT. ALL RECHARGER 330XLHD CHAMBERS MUST BE INSTALLED IN ACCORDANCE WITH ALL APPLICABLE LOCAL, STATE AND FEDERAL REGULATIONS.
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REFER TO CULTEC, INC.'S CURRENT RECOMMENDED INSTALLATION GUIDELINES. ALL RECHARGER 330HD HEAVY DUTY UNITS ARE MARKED WITH A COLOR STRIPE FORMED INTO THE PART ALONG THE LENGTH OF THE CHAMBER.

AutoCAD SHX Text
52"

AutoCAD SHX Text
TOPSOIL FILL

AutoCAD SHX Text
6" MIN.

AutoCAD SHX Text
6" MIN.

AutoCAD SHX Text
30.5"

AutoCAD SHX Text
6" MIN.

AutoCAD SHX Text
1 inch =     ft.

AutoCAD SHX Text
( IN FEET )

AutoCAD SHX Text
GRAPHIC SCALE

AutoCAD SHX Text
0

AutoCAD SHX Text
20

AutoCAD SHX Text
20

AutoCAD SHX Text
40

AutoCAD SHX Text
20

AutoCAD SHX Text
80

AutoCAD SHX Text
10

AutoCAD SHX Text
PROPERTY OWNERS: William and Susan LaCalamito 3628 Flanders Drive Yorktown, New York 10598 Section 17.11-1-7 Contractor: Westchester Modular Homes Construction Corp. 1995 Route 22 Brewster, N.Y. (845) 278-1700 Engineer: Anthony S. Pisarri, P.E., P.C. CONSULTING ENGINEER 3 Rosalind Drive Cortlandt Manor, N.Y. 10567 (914) 739-6580 (914) 734-9121 fax
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                   ZONING SCHEDULE - R1-20 ZONING SCHEDULE - R1-20  - R1-20 ITEM                      REQUIRED/ALLOWED           SHOWN LOT AREA                     20,000 S.F.             16,000 S.F. LOT FRONTAGE      100 FT.                100 FT.  100 FT.                100 FT. WIDTH AT FRONT YD STBCK        100 FT.                100 FT. MEAN DEPTH                     100 FT.                160 FT.   BUILDING HEIGHT                  35 FT                26.3± FT. SETBACKS    FRONT                         40 FT               42± FT.    REAR                          40 FT               71± FT.    SIDES                        15/40 FT            22±/46± FT MAX BUILDING COVERAGE            20 %    12.5± %12.5± %
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Site Plan Notes: 1.) Area of limit of disturbance = 7,750± s.f. = 0.178 ac. 2.) Area of impervious = 2,901± s.f. = 0.0666 ac. 3.) Ave grade around house = 523.0    Area of basement slab = 1,885 s.f. at el. 515.0    Volume of cut = 1,885 x 8 = 15,080 c.f. = 559 c.y.

AutoCAD SHX Text
Drainage Design: T.G Trench Drain = 520.3 6" PVC Out = 519.3 6" in at Cultecs = 518.25
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